[Fungal contamination of a dialysis water treatment system].
The authors report fungal contamination of the water delivery system in one of their dialysis centers. They emphasize the insufficiency of the legal recommendations for water analysis, as well as the economical and logistical consequences of this type of contamination. Finally, they suggest disinfection procedures allowing eradication of fungi.